Abstract: A human body is occasionally electrified in a room. This charged object will be a source of electrostatic accidents, including the malfunction of electronic equipment. Hence, prevention of these accidents is required. Accidents occasionally occur, even though antistatic clothes and shoes are used. One of the causes for these accidents is that there is a lack of the preventive measures. This situation occurs when using, for example, unconductive wax. In this study, human body potential (voltage) is measured using a non-contact measuring system. An investigation of the human body's voltage when using this system is conducted. The result demonstrates that the voltage of a human body wearing antistatic clothes and shoes or light clothes and slippers exceeds a malfunctioning voltage of a microelectronics device when the body walks on floors. Thus, accidents may occur even if a human body wearing the antistatic clothes walks on flooring. These results will be useful in estimating determination whether electrostatic accidents occur or not.
Introduction
A charged human body, a charged human object, and an electrostatic induced voltage generated by the electrostatic induction from the body cause a malfunction and failure of electronic equipment 1 -20) . This type of the accident cannot be ignored for microelectronics 21 -29) . A discrimination of whether a human body is electrified is also important for determining the probability of an accident but also a confirmation of the existence of the body. The electrification of the human body occurs occasionally even if a human body wears antistatic clothes and shoes and light clothes and slippers in a room with an air conditioner. Thus, some electric accidents occasionally occur even the antistatic clothes and shoes are used in a room. This type of accident is caused by a lack of preventive measures
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Norimitsu ICHIKAWA 1 1 Department of Electrical Engineering, Kogakuin University, Japan for electrostatic accidents. For example, when a human body wearing antistatic clothes and shoes walks on a floor, the voltage of the body increases and its voltage is changed by each motion. This topic of study has not been discussed when using a non-contact measuring system as far as the authors know. In general, a microelectronic device causes an error and malfunction for a few voltages. Therefore, considerations of how high voltages are generated for an antistatic human body and a human body wearing light clothes and slippers are important. The antistatic human body implies the human body wearing antistatic clothes and shoes.
Discrimination of a charged object is required in a room with an air conditioner. If the discrimination of the charged object is sufficient, we can determine the motion of the charged object in the room. This information can be used to determine whether a charged object exists and moves and whether accidents occur. However, finding the charged object is not easy when the object does not approach a sensor because the voltage of a charged human body changes and the body moves all over the room. If a voltage measurement of the charged human body is performed directly, then the motion of the charged body also becomes available. This direct measurement of the charged body cannot be performed when the wire of an electrostatic voltmeter is not connected to the charged body. Thus, the determination becomes difficult when a direct measurement is not performed.
For example, there are several discrimination methods for a charged body with a metal mesh electrode near the ceiling 30) , an electrode placed on the floor, and a wire electrode placed along the direction of human walking 31) .
On the other hand, the non-contact measuring system of this study is different from these methods. The difference is that an induced voltage generated by the motion of a charged human body is measured by an ungrounded metal plate that is placed under the flooring 32) . We will discuss this topic for the measuring system. In this study, when a human body wears antistatic clothes and shoes and light clothes and slippers and then moves on some floors, which are generally used with different surface resistances on an ungrounded metal plate of the experimental floor, the relation between the voltage of a charged human body and the induced voltage generated on the ungrounded metal plate is studied experimentally by using the non-contact measuring system. The results show that the charged human body in this situation can be determined by the system, and the body voltage exceeds the voltage for malfunction and failure of electronic equipment. The results of this study will be useful for considering the error and malfunction of a microelectronic device. Industrial Health 2016, 54, 542-549
Experimental Setup
The direct measuring part for the voltage of a human body consists of a fine wire, which is supported by two PVC pillars, with a small copper plate and a sensor for the surface voltmeter (see Fig. 1 (b) ). The PVC pillars are supported by the bases of polyethylene. The sensor for the surface voltmeter is arranged on the small copper plate. A wire is connected to the center of the horizontal wire between the two pillars. A human body contacts a tip of the wire. Thus, the human body's voltage is measured by the direct measuring part. The total length of the horizontal wire between the pillars is 3.6 m, and the distance between the two pillars is 2.6 m 32) .
The measuring instruments consist of two surface voltmeters, an oscilloscope, and a notebook computer with the PC Link Software installed. The induced voltage generated on the ungrounded metal plate of the experimental floor and the human body's voltage are measured by using two surface voltmeters with sensors. The two surface voltmeters connect the oscilloscope and the notebook computer. Thus, the induced voltage on the ungrounded metal plate generated by the walking motion and the human body's voltage are measured automatically.
Experimental Method
When the walking motion of stepping is performed, the induced voltage generated on the ungrounded metal plate of the experimental floor and the human body's voltage are measured. The walking motion can be explained as follows.
When a human body moves by marching in place on the experimental floor, the time interval of each step is approximately 1 second. First, the right foot rises from the experimental floor and then the left foot rises. The initial voltage of the human body is approximately zero before the walking motion starts. The height between the shoe sole and the experimental floor is nearly constant and is 30 cm for each step.
A human body is a man of general size. The experiments are conducted in a room of 28°C to 29°C and 50% to 58% R.H.
Experimental Results

Human body with antistatic clothes and shoes
Three measurements for each condition are performed because we need to consider whether the results are correct or not. A representative result of three measurements is used since the similar results are obtained repeatedly under same condition. Fig. 2 (a) . When the right foot is lowered, the induced voltage changes. The induced voltage changes when the walking motion repeats. when height of the right foot increases. The induced voltage decreases when the right foot is lowered. The induced voltage becomes the inverse polarity of the human body's voltage in Fig. 3 (a) . Figure 4 (b) shows the induced voltage generated on the ungrounded metal plate of the experimental floor when an antistatic human body walks on carpet. The induced voltage is − 7 V when the right foot rises. The peak value of the induced voltage is similar to that of the human body's voltage in Fig. 4 (a) . walks on a PVC sheet on the experimental floor. The human body's voltage increases up to 26 V when the right foot rises. The human body's voltage decreases when the right foot is lowered. Overall, the human body's voltage decreases as the walking motion repeats. The reason is that the human body is electrified negatively by the repetition of the walking motion. Figure 9 (b) shows the induced voltage generated on an ungrounded metal plate of the experimental floor when a human body wearing light clothes and slippers walks on the PVC sheet. The induced voltage increases up to − 7 V when the right foot rises. The induced voltage is − 0.3 times the human body's voltage in Fig. 9 (a) . The induced voltage decreases when the right foot is lowered.
Discussion
When an antistatic human body walks on a PMMA plate or a multi-layer vinyl floor sheet on the experimental floor, the antistatic human body is electrified in a range from − 30 V to 22 V for the PMMA plate or from 0 V to 17 V for the multi-layer vinyl floor sheet. Thus, the electrification of an antistatic human body occurs with a contact and a separation between an antistatic shoe sole and the flooring. On the other hand, the induced voltage generated on an ungrounded metal plate of the experimental floor indicates a voltage of opposite polarity against the human body's voltage. The reason is that the voltage induced by the polarization of the flooring and generated by the surface charge on the flooring appears 32) . When the antistatic human body walks on carpet or a polyvinyl chloride sheet, the voltage of the antistatic human body is similar to the induced voltage generated on the experimental floor. Similar voltages are generated between the human body's voltage and the induced voltage of the experimental floor because an antistatic human body is connected electrostatically to the ungrounded metal plate similar to the results of Fig. 10. Figures 10 (a) and (b) show the human body's voltage and the induced voltage generated on the ungrounded metal plate when an antistatic human body walks on the ungrounded metal plate of the experimental floor without a floor.
When a human body wearing light clothes and slippers walks on each type of floor on the experimental floor, the voltage polarities of the human body have a negative polarity for the PMMA plate and the multi-layer vinyl floor sheet and a positive polarity for carpet. We can consider that the difference in voltage occurs because of the combination between the flooring on the experimental floor and the slippers. The induced voltage of the experimental floor becomes the opposite polarity against the human body's voltage because the induced voltage is generated by induction when the right foot or left foot rises. The human body's voltage changes because of the walking motion. The change in the human body's voltage occurs from q = cv, and the capacitances between the human body and the ungrounded metal plate of the experimental floor change as shown Table 2 . The capacitances of each motion represent the averaged value of the three measurements. We can understand the change of the human body's voltage from the measured results of Table  2 . The human body's voltage increases positively or negatively if the electric charges of the human body are almost constant as the capacitance between the human body and the ungrounded metal plate decreases. The induced voltage of an ungrounded metal plate of the experimental floor changes by the change of the human body's voltage.
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Conclusions
A human body is occasionally electrified, and this charged object causes a malfunction and failure of electronic equipment. The malfunction and failure are caused by the occurrence of approximately 5 V or less for the microelectronic device. These accidents occur when the human body wears antistatic clothing and shoes or light clothes and slippers in a room with an air conditioner.
In this study, the motion of a charged human body is determined by the non-contact measuring system. The human body's voltage is measured directly to determine how high the human body's voltage is and whether the human body's voltage exceeds the malfunctioning voltage of the electronic equipment.
The results show that the human body's voltage exceeds the malfunctioning voltage of the electronic equipment even if the human body wears antistatic clothes and shoes and walks on a PMMA plate, a multi-layer vinyl floor sheet, carpet, and a polyvinyl chloride sheet on the experimental floor. The induced voltage generated on an ungrounded metal plate of the experimental floor is measured simultaneously.
The fruits of this study will be useful in determining whether the malfunction and failure of electronic equipment occurs in a room.
